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SHEET  NO.

DS-3.1
DATE: 9/01/2016

ENCLOSURES

12"

N.T.S.

4"

6"

36" MIN. COVER

PVC

TO ELECTRICAL

PANELS

12"

SLOPE

12" (MIN)

24" MIN.

(TYP.)

(TYP.)

A A

INFLUENT ELEV.= 

PUMPS OFF ELEV=

STATION INVERT ELEV=

LEAD PUMP ON ELEV=

LAG PUMP ON ELEV=

1

1

MIN.

FIBERGLASS FILLET FABRICATED AT FACTORY

PUMP MOUNTING BASE PLATE (SEE SHEET MISC1)

DISCHARGE BASE/ELBOW (SEE NOTE 8)

OFFSET BUTTED FACE TO FACE (SEE NOTE 4)

RUBBER GROMMET

MOUNT

SECOND BRACE TO BE INSTALLED WHEN DEPTH IS GREATER THAN 15' DEEP OR

WHEN PUMPS ARE GREATER THAN 10 HP

2" MIN. 316 S.S. SCH 40 PIPE - DUAL RAIL SYSTEM, BRACE EVERY TEN FEET

(GREATER THAN 100 HP SHALL HAVE WELDED BRACE)

316 S.S. 2" CHANNEL SWAY BRACE;

SECURE STANDPIPE TO BRACE WITH 316 S.S. U-BOLTS (SEE NOTES 3 & 14)

FIBERGLASS

WET WELL

ANTI-FLOTATION FLANGE (TYP.)

CONCRETE ANTI-FLOTATION BASE

(SEE NOTE 18)

"C" CHANNELS FOR

EMBEDMENT IN CONCRETE

NOTES:

1.  FAILURE TO PROVIDE HATCHES AS SPECIFIED IN SECTION 2575 WILL RESULT

IN ECUA'S REJECTION OF ACCESS HATCH AND/OR WET WELL.

2.  ALL ALUMINUM SURFACES IN CONTACT WITH CONCRETE SHALL BE COATED

WITH A BITUMASTIC PAINT.

       FLANGED CHECK VALVE

(LEVER & SPRING)

SEAT END ON CHECK VALVE SIDE

       FLANGED PLUG VALVE (TYP. 2) (SEE NOTE 9)

       FLANGED REDUCER (IF REQ'D)

PRESSURE TRANSMITTER, ENDRESS & HAUSER MODEL:

PMP71-AAC1P61RAAA (SEE DETAIL)

       - 90° BEND(FLANGED)

        316 S.S. PIPE(FLANGED)

PROVIDE 304 S.S. RODS (DIA. 5/8" MIN.)

& ATTACHMENTS FOR RESTRAINT.

GRADED AGGREGATE

BASE (TYP.)

INSTALL GATE VALVE

3' INSIDE PERIMETER FENCE

RESILIENT WEDGE

GATE VALVE & BOX

       - 90° D.I. BEND

(FLANGED x MJ)

AUTOMATIC AIR RELEASE VALVE ARI MODEL - 025 WITH

NYLON BODY (TYP.)(SEE ARV EXHAUST DETAIL)

SPOOL PIECE TO BE EQUIVALENT LENGTH OF FLANGED TEE

90° BEND, FLANGED (SEE NOTE 8)

2" SCH 80 ARV EXHAUST (SEE NOTE 12)

2" PVC PIPE w/4" DIA. PENETRATION (SEE NOTE 7)

PVC SLEEVE SIZED TO ALLOW PASSAGE OF DISCHARGE

PIPING FLANGE - SEAL OPENINGS W/ LINK SEAL (316 S.S.

HARDWARE)(SEE NOTE 7)

GUIDE RAIL

(SEE DETAIL)

PUMP ACCESS HATCH (SEE

DETAILS OF CONCRETE

COVER PLAN FOR

HATCH REQUIREMENTS)

2'X2' FLOAT ACCESS

HATCH POSITIONED

OVER FLOAT ROD AND

STILLING WELL

(SEE DETAIL)

ELECTRICAL CONTROL

PANEL FOUNDATION

(SEE NOTE 18).

DOWN PIECE APPROX. 4' TO 6' LONG WITH 2 S.S. BRACES.

COORDINATE WITH ECUA LIFT STATION PERSONNEL

BEFORE INSTALLING

HIGH LEVEL ALARM ELEV=            SST MERCURY SWITCH

CONTROL FLOATS (BULLETIN-100) OR APPROVED EQUAL

LOW LEVEL ALARM

(SEE NOTE 13)

316 S.S. BRACKET ANCHORED

TO WALL (SEE DETAIL)

12" THICK CONCRETE

(MIN.) SEE NOTE 16

12" COMPACTED BASE

(95% MOD. PROCTOR)

PER PUMP

MANUFACTURER

LIFTING BALE

LEVEL TRANSDUCER

INTERNAL TO

         STILLING WELL

(SEE DETAIL)

PVC TEE

PIPE STAND

(TYP.)

(SEE

DETAIL)

       FLANGED PLUG VALVE (TYP. 2)

(SEE  NOTE 9)

       - 90° BEND (FLANGED)

(SEE  NOTE 8)

PRESSURE TRANSMITTER:

ENDRESS & HAUSER

MODEL: PMP71-AAC1P61RAAA

(SEE DETAIL)

       SPOOL PIECE TO

BE EQUIVALENT LENGTH

OF FLANGED TEE FITTING

       FLANGED TEE

       FLANGED PLUG VALVE

       FLANGED REDUCER (IF REQ'D)

BLIND FLANGE

w/NIPPLE (316 S.S.)

PUMPOUT FEMALE CAMLOCK

w/CAP (S.S.) SEE PUMP OUT

SCHEDULE

       FLANGED REDUCER

(IF REQ'D)

AUTOMATIC AIR RELEASE VALVE

ARI MODEL - 025 WITH NYLON BODY

(TYP.)(SEE ARV EXHAUST DETAIL)

        SPOOL PIECE TO BE EQUIVALENT

LENGTH OF FLANGED TEE FITTING

TEE (FLANGED)

CONDUITS SHOWN FOR

VISUALIZATION PURPOSES

 ONLY. REFER TO ELECTRICAL

DRAWINGS AND SPECIFICATIONS

FOR REQUIREMENTS (TYP.)

- 90° BEND FLANGED

(SEE NOTE 8)

316 S.S. 2" CHANNEL SWAY BRACE

ANCHORED TO WET WELL WALL WITH

4"x 4"x 1/4" THICK S.S. PLATE

WELD SWAY BRACE TO PLATE

(SEE NOTE 15)

2" PVC PIPE WITH

4" DIA. PENETRATION

(SEE NOTE 7)

       FLANGED CHECK VALVE

(LEVER & SPRING)

SEAT END OF PLUG VALVE

PLAN VIEW

CONCRETE COVER PLAN

NOT TO SCALE

NOT TO SCALE

NOT TO SCALE

(CONC. COVER NOT SHOWN

FOR CLARITY)

(15) CONDUITS

(5) FOR EACH PUMP TO THE PUMP HATCH

AND (5) FOR DEVICES TO THE FLOAT HATCH

(SIZED TO MEET THE PUMP

CABLE REQUIREMENTS)

CONDUITS SHALL BE

ENCASED CONCRETE

UP TO THE POINT

 IT EXTENDS ABOVE

GRADE

FLOAT

HATCH

PUMP

HATCH

10" MIN.

316 S.S. BRACKET ANCHORED

TO WALL (SEE DETAIL)

6" 316 S.S. BLIND FLANGE FOR

FUTURE FUME COLLECTION

6" FLANGED 316 S.S. J-VENT

AIR STACK; LOCATED ON

OPPOSITE SIDE OF DRIVEWAY

REINFORCED CONCRETE

COVER, 300 PSF LOAD RATING

(SEE NOTE 18)

TOP ELEV: =

PANEL

       FLANGED REDUCER

(IF REQ'D)

GENERAL LIFT STATION NOTES

1.  THE LOCATION OF INFLUENT LINES, WATER SUPPLY, ETC. ARE DRAWN OUT OF ORIENTATION ON SECTIONAL VIEW FOR CLARITY. SEE PLAN VIEW FOR PROPER ORIENTATION.

2.  ALL PENETRATIONS IN WET WELL WALL FOR PIPING, ELECTRICAL, ETC. SHALL BE SEALED & SLEEVED.

3.  TO PROTECT RISER PIPE FROM SWAY BRACE, EITHER WRAP PIPE WITH RUBBER SHEETING OR INSERT ALL U-BOLTS THROUGH RUBBER HOSE.

4.  PIPING WITHIN THE WET WELL SHALL BE FLANGED SCHEDULE 10 316 STAINLESS STEEL. INTERMEDIATE JOINTS SHALL BE WELDED. FITTINGS WITHIN

     THE WET WELL SHALL BE FLANGED 316 STAINLESS STEEL. ALL NUTS, BOLTS & ACCESSORIES WITHIN THE WET WELL SHALL BE 316 STAINLESS STEEL.

5.  PIPE AND FITTINGS OUTSIDE OF THE WET WELL AND ABOVE GROUND SHALL BE 316 STAINLESS STEEL (FLANGED, SCHEDULE 10).  ALL WELD-ON FLANGES SHALL BE 125#

     RF SOCKET- WELD FLANGE OR RF WELD NECK FLANGE (TYPE). ALL BOLTS, WASHERS AND NUTS SHALL BE 316 STAINLESS STEEL AND SHALL BE COATED WITH "NEVER

     SEIZE" COMPOUND.

6.  THE ANNULAR SPACE BETWEEN CONCRETE COVER AND RISER PIPE SHALL BE SEALED VIA LINK SEAL.

7.  PROVIDE 4" PENETRATION THROUGH CONCRETE TOP WITH CAPPED TOP AND OPEN END BOTTOM.

8.  INTERIOR SURFACES OF FITTINGS INDICATED, INCLUDING THE FLANGE MATING SURFACES, AS WELL AS THE PUMP IMPELLER, VOLUTE, AND BACKPLATE SHALL BE COATED

     WITH BELZONA 1321 CERAMIC S-METAL. (UNLESS OTHERWISE SPECIFIED BY OWNER)

9.  PLUG VALVES SHALL HAVE AN ALLOWABLE FLOW CAPACITY EQUAL TO 100% OF THE ADJACENT PIPE AREA, AND SHALL ALLOW "PIGGING".

10.  THE INTERIOR OF ALL VALVES SHALL BE COATED.

11.  CONTRACTOR SHALL PROVIDE 2-3/4" CONDUITS (ONE FOR POWER AND ONE FOR SIGNAL) FOR FLOW METER (IF REQUIRED). CONTRACTOR SHALL TERMINATE WIRES IN OWNER

       PROVIDED ELECTRICAL CONTROL CABINET.

12.   EXHAUST OF ARV'S TO BE FIELD LOCATED, PROVIDE FITTINGS AS NECESSARY, AND PIPED TO WET WELL USING 2" SCH. 80 PVC PIPE w/4" DIA. PENETRATION.

13.   LOW LEVEL ALARM ELEV. TO BE SET IN COORDINATION WITH ECUA AND PUMP MANUFACTURER.

14.   CONNECTION OF SWAY BRACE MOUNTING PLATE SHALL BE COORDINATED WITH PUMP MANUFACTURER.

15.   A SECOND BRACE IS TO BE INSTALLED WHEN THE DEPTH OF WET WELL IS GREATER THAN 10' DEEP OR WHEN THE PUMPS ARE GREATER THAN 10 HP.

16.   UNDERGROUND ELECTRICAL CONDUIT SHALL BE RIGID PER ELECTRICAL CODE.  CONTRACTOR SHALL ACHIEVE THIS VIA THE USE OF METAL CONDUIT, OR PVC ENCASED IN

        CONCRETE, OR ALTERNATE METHOD AT THE ECUA'S APPROVAL TO MEET CODE.

17.   FOR ALL SYSTEMS REQUIRING BRACES: PROVIDE MINIMUM OF THREE (3) 316 STAINLESS STEEL BRACES, EVENLY SPACED.  ADD ADDITIONAL BRACES IF BRACE SPACING

        EXCEEDS 10'.

18.   CONTRACTOR SHALL PROVIDE DESIGN PERFORMED BY FLORIDA LICENSED P.E. AND SHALL INCLUDE DESIGN IN DELEGATED ENGINEERING DOCUMENTS.

FLOAT ROD ACCESS HATCH

PER ECUA SPECIFICATION 2575

(SEE NOTE 1 BELOW)

        DIA. 316 S.S. RISER PIPE MUST BE ONE PIECE WITH FLANGED ENDS. (SEE NOTE 4)

4"

12"+
10"
8"
6"

DISCHARGE
PUMP OUT SCHEDULE

4"

8"
8"
8"
6"

INFLUENT PIPE

DIA. =

6"

TYP.

ELECTRICAL CONDUIT

(SEE NOTE 16)

CAMLOCK

INFLUENT MANHOLE

F
L
O

W

PUMP ACCESS HATCH PER

ECUA SPECIFICATION 2575.

(SEE NOTE 1 BELOW)

PENETRATION

FOR RISER PIPE (TYP.)

PENETRATION

FOR ARV EXHAUST

DIAMETER

REINFORCED CONCRETE

COVER (SEE NOTE 18).

Instructions:
Utilize this sheet for stations that do not require flow
meters. Insert signed, approved Lift Station Pump
Selection Worksheet.

SEE NOTE #10 ON SHEET DS-0.1
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